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THIRD FLOOR LAYOUT

EXISTING INDICATED IN BLACK / WHITE
PROPOSED WORK INDICATED IN RED

R Dale | Descpton

A JAN20  PRINTING ERROR CORRECTED ALL HATCHES NOW VISIBLE
B FEB20  UPDATED INLINE WITH BULDING CONTROL QUERIES
C  JUL20  VELUXS OMITTED, CONSERVATION AREA ROOF LIGHTS ADDED

AREA OF FLAT CEILING (APEX VOID) APPROXIVATE AREA 40002 SITE
MEASURE CONTRACTOR TO INCLUDE FIXED COST FOR ENTIRE FLAT CEILING
AREA TO BE GOMINUTE FIRE RATED. STRIP OFF EXISTING PLASTERBOARD
CEILING/ UPGRADE CEILING TO 6OMINS. RETAIN EXISTING CEILING JOISTS |
JOISTS. SUPPLY & INSTALL NEW VAPOUR BARRIER MENBRANE. SUPPLY &
INSTALL NEW 270\ QUILT INSULATION (GLASS WOOL) TO ACHEVE
j2. VENTILATION REQUIRED BETWEEN INSULATION & UNDERSIDE

INCLUDE FOR PLASTIC EAVES VENT SYSTEM TO MAINTAN
VENTILATION AT EAVES LEVEL WHERE REQUIRED. ALL TO BE CARRIED OUT

\CCORDANCE WITH MANUFACTURERS GUIDANCE & INSTRUCTIONS
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CONSULTING

Arcus Consuling LLP
Wakefied 01924659000 Manchester 01619053222 London 020887422512
Uverpool 01517081080 Newcastl 01912725781 Rugby 01783297 127
info@arcus vk com W arus k. com

Gient
RIVERSIDE

Project
BEDSITS TO FLATS
HOLDEN HOUSE, 2 RACE STREET, BARNSLEY, S70 18G

Tite
CEILING FINISHES

'SECOND FLOOR LAYOUT

Scale Date

1:50 NOV 19 WORKING DWG
JobNo Draving No v

6078 239 AS INDICATED
Drawn Agproved

NW AR
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