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Ground Floor Plan as existing

Elevation A/78
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Elevation A/80

The contractor is to check all dimensions
before commencing work. He is to ensure
that he has recieved all the necessary
information and drawings before commencing
work.

Any discrepancies found on site with regards
to structural items are to be reported back to

the architect.

All contractors must ensure that they calculate

the finished floor levei to finished floor level
from first floor to second floor. Ensure that the
staircase can be constructed in accordance
with current buiiding regulations, including ali
necessary head rooms required under the

regulations,
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All new doors marked thus are to be FD30
35mm th fire doors onto a 13mm rebated frame

'sD

Self contained smoke alarm sysiems should be permanently wired to a separately fused circuit @ the
distribution board. They may be operated @ a low voltage via a mains transformer. Cable for the power

supply to, and interconnection of, self contained smoke alarms need have no special fire survival
fitted with batiery back up

Each self contained smoke alarm should be fixed to the ceiling @ least 300mm from any wall or light fitting.

A central position is preferable, Units designed for wail mounting shouid be fixed between 150 -300mm below
the ceiling. The method of fixing should comply with the manufacturers instructions

All smoke alarms are to be interconnected between the ground, firsl & second floor, with battery

back up.

All electrical installation works are to be carried out

under a competent persens scheme.

Any alteration works or new works to existing
heating system to be carried out by a CORGI
registered gas installer

Sockets and switches to be located between 450 - 1100mm

from finished floor level

The contractor is to check all dimensions
before commencing work. He is to ensure
that he has recieved all the necessary
information and drawings before commencing
work.

Any discrepancies found on site with regards
to structural items are to be reported back to
the architect.

All contractors must ensure that they calculate
the finished floor level to finished floor level
from first floor to second floor. Ensure that the
staircase can be consiructed in accordance
with current building regulations, including all

necessary head rooms required under the

regulations.
T N =
H
~ T T T | N
; ; - /—obscur: glase @ 4 8100 5
= | | |
L — - e - - = = = - — = — = = — — - - o —4—§—~— @.
I | i I = 8
g e ¥
: I
t 4 e £ 2
. SRR, |
Elevation A/84 * B 1
YAIB‘.’. d |
I /] |
!
: - [
::::;:::::::::::::::!:::—Ek?:z;ﬁl‘*‘**_“*“%——-—: )J
“~ . | o |
\\\ <@| | )
o« - .
& -9--F- - - R R R e e R
\ N | i /
\\‘ \\\H t \ |_3327 er | :
\ | Iﬁ]' i R —— A g ——————— 7 I// 2 TT T /AB v =
————— B e s snasananasdsstnanssen:
| | _L | \ |
i ||- 10 - » - 1 i
i 100m sell & vent pipe—\ ] { Dl Ing I —|\ / N |
\ | | | TR !
N : [ | — | N |
|
| | : i éQ |
} | . s
: | | f , \ l Rev: Date: Revisions:
, ! : | | A
‘ 1 - Garage \ | . .
[ ) | |  CGarage I Client:  Bickey
. | 3 i N !
Elevation A/83 i ~ ] : ; 1 N 1
| ; \ . . .
: j | | } %“ i Project: Proposed Two Storey Side Extension to
| | | : | 0 ; 7 Manor Gardens, Ardsley
| } : | 1 \ |
| I h ! . -
| | : | | ) | Drawing Title: As Proposed plans & Elevations
- i |SD J l | i N :
1
: | | : 1 N | :
! R R TS =
| ey ! |
| Enifance Lounge | & g | —&-, Scale: 1/50 Date:
T i Hec
| | | e | - | . —
. | | block paving
' | 0 o : Drawn By:AR  DrawingNr: 2  Rev:
1
] | Ground Floor Plan as Proposed : |
é | R
Kiod
y : I / / | \\ \
7 ."I, .-"' | . \"
o T TR "‘T‘*@ o | / | \ |
o pLhpares ab \ j
] ! A VARV
l fo - oot | AN
| I el
:
Ala HﬂhlllSllll
} Chartered Architect BA Dip Arch RIBA BSc (HonsIPM
Elovation AD 2 Gawher Road, Barnsley ST5 2AF
218 % 140mm air hricis TE|IFax 01226 286056
P
| 4



