J"COT TSPTWOTIT Notes:

1. All dimensions to be checked on
site before construction.

Foul Water Chamber Schedule
Chamber Chamber Cover Invert Chamber Pipe Dia Pipe Dia
Chamber Type Cover Class Diameter Depth Out Notes
Ref Level (m) |Level (m) In (mm)
(mm) (m) (mm)
FW20 Plastic IC D400 450 4528 | aan 1.07 150 150
FW27 FW21 Plastic IC D400 450 4560 | 4458 1.02 150 150
SW36 CL 46.58 FW22 Plastic IC D400 450 4644 | 4482 | 162 150 150
CL 46.68 IL45.67 G-46.55 FW23 PlasticIC D400 450 46.77 45.04 173 150 150 Sealed Cover
IL 45.22 FW24 PlasticIC D400 450 4658 | 4552 | 106 150 150
FW25 Plastic IC D400 450 2658 | 4554 1.04 100 150
S FW26 Plastic IC D400 450 2658 | 4562 0.9 100 100
= bl FW27 Plastic IC D400 450 4658 | 4567 | 0o 100 100
= \
—————————— (A
IL 45.08

Existing cover to be
lowered to 46.58

Building line to be
moved to avoid 6m
easement to culvert

__J FFL 46.770 6m Easement to diverted SW culvert. No steel work,

foundation and fixed features will not be within
easement zone. The floor slab will be designed with
joints to be made removable for access to culvert l

New Surface Water Drainage

~ New Foul Water Drainage
// Existing Drainage

: ‘ ‘
/ Existing chambers “ ‘ Surface Water Chmaber Schedule
to be covered over ipe Di
- Q Chamber C.hamber Cover Invert Chamber Pipe Dia Pipe Dia
Chamber Type Cover Class Diameter Depth Out Notes
Ref Level (m} |Level (m) In (mm)}
N (mm) (m) (mm)
SW20 PCC D400 1800 46.53 44.19 2.34 300 300
_ ‘ Sw21 pPCC D400 1800 46.38 44.19 2.19 300 300
Sw22 pPCC D400 1800 46.41 44.19 2.22 300 300
Sw23 PlasticIC D400 450 46.48 24.70 1.78 150 150
Fw23 > SW24 PlasticIC D400 450 26.42 44.50 1.92 150 150 Silt Trap
CL 46.77 SW25 PlasticIC D400 450 46.28 44.10 2.18 150 150
IL 45.04 | SW26 Plastic|C D400 450 46.37 44.22 2.15 150 150
SW27 Plastic|C D400 450 46.45 4.0 2.04 150 150
Sw28 PlasticIC D400 450 46.45 4.2 2.24 150 150 Silt Trap
‘ SW29 PlasticIC D400 600 46.26 4.17 2.09 225 225
Existing pipes to be SW30 PlasticIC D400 600 46.34 44.20 2.14 225 225 Silt Trap
relaid and extended to \! SW31 PlasticIC D400 600 46.60 44.58 2.02 225 225
\ remaining Storage tank SW32 PlasticIC D400 600 46.60 44.63 1.97 225 225
O SW33 PlasticIC D400 600 46.60 44.78 1.82 225 225
N SW34 PlasticIC D400 600 46.60 44.93 1.67 150 225
d SW35 PlasticIC D400 450 46.60 45.08 1.52 150 150
\ SW36 PlasticIC D400 450 46.63 45.22 1.46 150 150
\ SW37 PlasticIC D400 600 45.97 44.15 1.82 225 225
2 SW38 Plastic|C D400 600 46.10 44.28 1.82 225 225
- 3 ‘ SW39 PlasticIC D400 600 46.00 44.29 1.71 225 225
-\ D SW40 Plastic1C D400 600 45.80 4.41 139 | 225/150| 225
= Sswal PlasticIC D400 600 45.70 24.46 1.24 225 225
v, ‘ Swa2 PlasticIC D400 600 45.60 44.60 1.00 | 225/150 | 225
o Swa3 Plastic|C D400 600 45.45 44.68 0.77 150 225
Existing storage tank to be Swa4 PlasticIC D400 450 4538 | 4478 | 060 100 150
remoye_d under the new \ SW45 PlasticIC D400 450 45.44 4.71 0.73 100 150
building and replaced . SW46 PlasticIC D400 450 4561 | 4445 | 116 | 150/100| 150
swa7 PlasticIC D400 450 45.08 44.54 0.54 100 150
\ ' ' Swas Plastic|C D400 600 45.32 44.82 0.50 150 225
‘ ‘/\
—---" ‘ ‘.. .
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Proposed extension building FFL 46.770 -7 ‘ SW23 “‘ Extension moved as per comments ~ 30/09/21
Q . CL 46.48 ““ \ C pwW
: CL\46.41 1L 44.70 AA f;‘;zte'”rgegl:igatr]"t be Client & Project Details:
s olac3g L4419 N vv Portwest Clothing Ltd
o A ' . .
S FW22 0 I %415 New chambers to extended Plot 5, Fieldsend Business Park
Sw24 - CL 46.44 1_150 CL\46.53 pipes for rodding access to ‘
Silt Trap IL 44.82 1509 IL 44.19 pipe under building ‘ ‘
CL 46.42 e
IL 44.50 \ \‘
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New pipes to

connection existing

Gravica Limited www.gravica.co.uk

_ tank to new tank TANK 2 Unit 385, Clifford House 01904 236 306
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